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BUILDING 433 (DEMO. & NEW)

SCALE:

REFER TO DRAWING M—9 FOR
ON OIL/WATER SEPARATOR (OWS-9).
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INFORMATION

NORTH)

NOTES:

1)

CONTRACTOR SHALL BACKFILL CONSTRUCTION
AREA AFTER INSTALLATION OF OWS—9 AND

PROVIDE CLEAN BLACK FILL FOR 5" ON THE
SURFACE. FILL SHALL BE FINEGRADED AND

THE ENTIRE AREA SHALL BE SODDED.
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ITY COMMAND

SCOTT AIR FORCE BASE

PROJECT ENGINEER

SAFETY

ALL EXISTING BUILDING UTILITIES HAVE BEEN
PLOTTED FROM AVAILABLE DRAWINGS,

RECORDS AND FIELD SURVEY AND, THEREFORE,
THEIR LOCATIONS MUST BE CONSIDERED
APPROXIMATE ONLY. IT SHALL BE THE
CONTRACTOR’S RESPONSIBILITY TO DETERMINE

OPERATIONS
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THE LOCATION AND SIZE OF ALL EXISTING DRAWN BY DESIGNED BY DATE SHEET
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